W R W Building Consultants, Inc.

B Consulting and Engineering Services for the Building Industry
C P.O. Box 230 Valrico, FL 33595 Phone 813.659.9197  Facsimile 813.754.9989

Florida Board of Professional Engineers Certificate of Authorization No. 9813

Product Evaluation Report

Report No.: FL 6336.2

Date: March 2, 2006

Product Category: Exterior Doors

Product sub-category: Swinging Exterior Door Assemblies
Product Name: 100 Series / 200 Series

Outswing Half-Lite Glazed Door — “Impact”

Manufacturer: Cline Aluminum Doors, Inc.

Scope:

112 32™ Avenue, West
Bradenton, FL. 34205-8096
Phone - 800.648.6736 Facsimile —941.746.5153

This is a Product Evaluation report issued by R W Building Consultants, Inc. and Wendell W.
Haney, P.E. (System ID # 1993) for Cline Aluminum Doors, Inc. based on Rule Chapter No. 9B-
72.070, Method 1d of the State of Florida Product Approval Department of Community Affairs-
Florida Building Commission.

RW Building Consultants and Wendell W. Haney, P.E. do not have nor will acquire financial
interest in the company manufacturing or distributing the product or in any other entity involved in
the approval process of the product named herein.

This product has been evaluated for use in locations adhering to the Florida Building Code (2004
Edition) and where pressure requirements, as determined by Chapter 16 of The Florida Building
Code, do not exceed the following design pressures:

Design Pressure Rating:

Maximum Design Pressure Rating Positive 70.0 PSF Negative 70.0 PSF
(See Limitations for size restrictions)

See Drawing No.: FL 874 prepared by R W Building Consultants, Inc. and signed and sealed by
Wendell W. Haney, P.E. (FL # 54158) for specific use parameters.

//m//{

Wendell W_Hane
FL # 54158
March 2, 2006

P.E.
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Limitations

1. The 100/200 Series Outswing Half-Lite Glazed Door “Impact” has been evaluated and meets
the requirements for use within the State of Florida excluding the “High Velocity Hurricane

Zone”.
2. When used in wind-borne debris regions, this product complies with Section 1609.1.4 of the

Florida Building Code as an impact resistant product and does not require the use of an
external impact resistant covering. This product does not meet the requirements for enhanced

protection of essential facilities as defined in ASTM E1996.

3. Size Limitations:

Configurations MAX. Width MAX. Height
39.25” 85.75”

Single X

4. See Drawing # FL 874 for Design Pressure Ratings.

Wendell W.
FL # 54158
March 2, 2006
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Supporting Documents

A Drawing
1. Drawing No. F1.-874 titled 100/200 Series Outswing Half-Lite Glazed Door “Impact” ,
prepared by R W Building Consultants, Inc. (Florida Board of Professional Engineers
Certificate of Authorization No. 9813), signed and sealed by Wendell W. Haney, P.E.

B Test .
1. Testing per ASTM E1886/1996-02 as performed by Testing Evaluation Laboratories, Inc. and
reported in test report number 06-0221-2, dated February 21, 2006, signed by Wendell W.
Haney, P.E.
2.. Testing per 101/1.S.2 NAFS-02 as performed by Testing Evaluation Laboratories, Inc. and
reported in test report number 06-0221-1, dated February 21, 2006, signed by Wendell W.
Haney, P.E.
3. Plastics testing in accordance with the “High Velocity Hurricane Zone” substantiated by
Issuance of Miami-Dade Notice of Acceptance 03-0421.01, expiring April 14, 2008.
C Calculations
1. Product anchoring is in accordance with manufacturer’s published recommendations as
substantiated by tested specimens reported in test report numbers 06-0221-1 and 06-0221-2.
2. Buck anchor analysis for loading conditions, prepared, signed and sealed by Wendell W.
Haney, P.E.
3. Glass Load Resistance Report ASTM E1300-02 prepared by Wendell W. Haney, P.E.
D Other
1. Certificate of Participation issued by National Accreditation & Management Institute, Inc.,

certifying that Cline Aluminum Doors, Inc. in Bradenton, Florida is manufacturing products
within a quality assurance program.

Wendell W.
FL # 54158
March 2, 2006
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. 1 CLINE ALUMINUM DoOoOoRs, ING.
Cline

DOORS

12 32ND AVENUE WEST, BRADENTON, FL 34205-8096
TELEPHONE (800) 648-6736

100 SERIES - ALUMINUM SKIN

200 SERIES - FRP SKIN

OUTSWING 1/2 LITE DOOR

"IMPACT"

GENERAL NOTES

THIS PRODUCT HAS BEEN EVALUATED AND IS IN COMPLIANCE
WITH THE 2004 FLORIDA BUILDING CODE EXCLUDING THE "HIGH
VELOCITY HURRICANE ZONE".

PRODUCT ANCHORS SHALL BE AS LISTED AND SPACED AS
SHOWN ON DETAILS. ANCHOR EMBEDMENT TO BASE MATERIAL
SHALL BE BEYOND WALL DRESSING OR STUCCO.

WHEN USED IN WIND—BORNE DEBRIS REGIONS THIS PRODUCT
COMPLIES WITH SECTION 1609.1.4 OF THE FLORIDA BUILDING
CODE AS AN IMPACT RESISTANT PRODUCT AND DOES NOT
REQUIRE THE USE OF AN EXTERNAL IMPACT RESISTANT COVERING.
THIS PRODUCT DOES NOT MEET THE REQUIREMENTS FOR
ENHANCED PROTECTION OF ESSENTIAL FACILITIES AS DEFINED IN
ASTM E1996.

FOR 2X STUD FRAMING CONSTRUCTION, ANCHORING OF THESE
UNITS SHALL BE THE SAME AS THAT SHOWN FOR 2X BUCK
MASONRY CONSTRUCTION.

CONDITIONS NOT COVERED BY THIS DRAWING ARE SUBJECT TO
FURTHER ENGINEERING ANALYSIS.

TABLE OF CONTENTS '

TYPICAL ELEVATION, DESIGN PRESSURES & GENERAL NOTES

VERTICAL & HORIZONTAL CROSS SECTIONS 100 SERIES

VERTICAL & HORIZONTAL CROSS SECTIONS 200 SERIES

BUCK & FRAME ANCHORING

COMPONENTS
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BILL OF MATERIALS, COMPONENTS & GLAZING DETAIL

39.25" OVERALL
FRAME WIDTH

35.50" MAX.
PANEL WIDTH
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REVISIONS

DATE: 03/01 /06

SCALE:  N.T.S.
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1/2 LITE DOOR
OVERALL OVERALL DESIGN PRESSURE (PSF)
FRAME DAY LIGHT GLASS
SERIES DIMENSION DIMENSION TYPE POSITIVE NEGATIVE
100 1/4" TEMPERED / +70.0 —70.0
39.25" x 85.75” | 23.00” x 32.75”| .070" SOLUTIA SAFLEX
200 / 1/4” TEMPERED +60.0 —60.0
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W OUTSWING CONFIGURATION 200 SERIES
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